LOUDOUN @ WATER

INVITATION FOR BID
May 25, 2011
West Water Reuse Main
Project ID: 20100070, 20110042, 20110034

ADDENDUM NO. 3
June 23, 2011
IFB # 2011-013-210

1 PURPOSE

The purpose of the addendum is to:

To provide additional information that would prove beneficial to assist candidates in
preparing their bids.

2 RESPONSES TO QUESTIONS

1. Phase 1 of the revised Bid Form states that the Station numbers are 48+05.85
to 115+67.36. However, the profiles on Sheet 11 show the end of Phase 1
being at Station 116+60.93. What is the correct stationing?

As part of the alignment changes reflected in plan sheets dated 6/14/2011
issued with Addendum 2, the stationing of the entire main was revised. Changes
to Sheets 9-11 STA 71+50 to 116+60.93 were limited to stationing only, and as
such were not reissued. These sheets are hereby reissued.

ACKNOWLEDGEMENT OF RECEIPT OF SUPPLEMENTAL INFORMATION

Please acknowledge receipt of this Supplemental Information to IFB No. 2011-013-210
by including this acknowledgement on the cover of the sealed container. See example
below.

IFB No. 2011-013-210

Proposals Due Date and Time: Monday, June 27, 2011, 2:00 p.m. EST
West Water Reuse Main

Acknowledge Receipt of Addendum No. 3
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LOUDOUN COUNTY, VIRGINIA

WATERLINE PLAN AND PROFILE

WEST WATER REUSE MAIN

CONSTRUCTION PLANS AND PROFILES

DULLES ELECTION DISTRICT
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JOB No. 7413-01-012

413 — Loudoun Water\7413-01-012 EG) West Water Reuse Main — Final DeSign\Engineering\Enieing Eans\Sheets\7413--CP003.wg ]

\

~
&

DATE  MAY 18, 2011 _

FILE No. 741 u:o;%ueou_ £

11 « 18

Cad file n

SHEET



