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ALL WATER MAINS AND SANITARY SEWERS MUST BE CONSTRUCTED IN ACCORDANCE WITH THE CURRENT
LOUDOUN WATER ENGINEERING DESIGN MANUAL AND PROJECT SPECIFICATIONS. OWNER MUST ENSURE
THAT BUILDING PLANS ACCOMODATE WATER AND SEWER ENTRANCE POINTS, METERING CONSIDERATIONS,
PRETREATMENT DEVICES, AND BACKFLOW PREVENTION DEVICES, TO ACCOMPLISH FULL COMPLIANCE WITH
LOUDOUN WATER'S REQUIREMENTS.

LOUDOUN WATER AFTER HOURS NUMBER: 571-291-7878.
A 6" MARKING TAPE MUST BE PLACED ABOVE ALL PIPE LINES.

UTILITIES OUTSIDE THE PUBLIC RIGHT—OF—WAY AND PAVEMENT SHALL BE PROVIDED WITH ABOVE GROUND
MARKING STAKES. MARKERS ARE TO BE SPACED AT INTERVALS OF 300—-500 FEET, AND AT MANHOLES,

VALVES, AND CHANGES IN DIRECTION, TO ACCOMPLISH A CONTINUOUS LINE OF SIGHT BETWEEN MARKERS.

ALL PRESSURIZED PIPELINES SHALL BE RESTRAINED WITH CONCRETE REACTION BLOCKING AT ENDS AND
CHANGES IN DIRECTION, EXCEPT WHERE OTHERWISE DIRECTED BY LOUDOUN WATER.

LANDSCAPING IS NOT PERMITTED WITHIN LOUDOUN WATER’S EASEMENTS, OR WITHIN 5’ OF FIRE
HYDRANTS AND METER BOXES.

SANITARY SEWER AND WATER MAINS MUST HAVE A MINIMUM 15" HORIZONTAL SEPARATION FROM
PROPOSED OR EXISTING BUILDINGS, UNLESS PRIOR PERMISSION IS GRANTED BY LOUDOUN WATER.

UNLESS OTHERWISE SPECIFIED, ALL WATER MAINS MUST BE DUCTILE IRON PIPE, CLASS 52 MINIMUM.
ALL MECHANICAL JOINT ASSEMBLIES TO BE COATED PER STANDARD DETAIL G—-27.
WATER SERVICES MUST HAVE A MINIMUM 6 HORIZONTAL SEPARATION FROM SANITARY LATERALS.

ALL HYDRANTS AND METER BOXES MUST HAVE A MINIMUM 5’ HORIZONTAL SEPARATION FROM EDGE OF
DRIVEWAY APRONS.

UNLESS OTHERWISE SPECIFIED, ALL SANITARY SEWERS MUST BE PVC DR25 CONFORMING TO AWWA C900.

ALL RESIDENTIAL SANITARY SEWER LATERALS MUST BE 4” PVC DR25 AT 2.08% SLOPE UNLESS
OTHERWISE SPECIFIED, AND MUST ENTER THE MAIN AT 90 DEGREES.

PROVIDE POSITIVE DRAINAGE AWAY FROM SANITARY MANHOLES THROUGHOUT CONSTRUCTION.

TOPS OF MANHOLES LOCATED OUTSIDE OF PAVEMENT MUST BE 1' ABOVE FINISHED GRADE. THIS
REQUIREMENT SHALL NOT APPLY IN DEVELOPED LAWNS.

EXISTING SANITARY MANHOLES SHALL BE CORE BORED IN ORDER TO RECEIVE PROPOSED PIPE.

USE OF FIRE HYDRANT METERS IS RESTRICTED TO DESIGNATED HYDRANTS, AND TO METERS ISSUED BY
LOUDOUN WATER. DESIGNATED HYDRANTS SHALL BE PAINTED SAFETY BLUE. LOCATION OF THESE
HYDRANTS WILL BE DETERMINED AT THE PRECONSTRUCTION MEETING.

SEPARATION BETWEEN PIPE JOINT AND ANY TAP SHALL BE A MINIMUM OF 2—FEET (PIPE DIAMETERS
LESS THAN 12—INCH) AND 5—FEET (PIPE DIAMETERS 12—INCH AND LARGER).
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19. BLASTING, WHERE REQUIRED, SHALL BE DONE IN ACCORDANCE WITH ALL APPLICABLE FEDERAL, STATE,

AND LOCAL LAWS, ORDINANCE, AND REGULATIONS, AND SHALL NOT BE DONE WITHIN A DISTANCE OF 25
FEET OF A LOUDOUN WATER PIPE OR STRUCTURE. ALL BLASTING WITH IN 300" OF LOUDOUN WATER
VERTICAL INFRASTRUCTURE OR 100" IF CRITICAL LOUDOUN WATER LINEAR INFRASTRUCTURE, WILL REQUIRE
PRIOR COORDINATION WITH LOUDOUN WATER’S ENGINEERING AND UTILITY PROTECTION TEAM'S BEFORE
BLASTING MAY OCCUR.

20. METERS 1.5'INCH AND LARGER MUST HAVE BACKFLOW PREVENTION INSIDE BUILDING MECHANICAL ROOM.

21. OWNER/CONTRACTOR SHALL ENSURE THAT SANITARY MAIN IS CONSTRUCTED TO THE APPROVED SEWER

SLOPES. IF THE SEWER SLOPES ARE FOUND TO BE LESS THAT THE MINIMUM DURING LOUDOUN WATER'S
RECORD DRAWING PROCESS, SEWER SHALL BE EXCAVATED AND RE-LAID AT THE EXPENSE OF THE

OWNER/CONTRACTOR TO THE PROPER SLOPE.

22. IN ALL WATERTIGHT APPLICATIONS, WHEN A HEAVY—DUTY LOAD RATING (H20) IS NOT REQUIRED,

COMPOSITE WATERTIGHT COVERS SHALL BE PROVIDED. COMPOSITE MANHOLE COVERS ARE NOT PERMITTED
IN AREAS WHERE VEHICULAR TRAFFIC COULD IMPACT OR RUN OVER A COMPOSITE COVER.

23. THE FOLLOWING SHALL NOT BE PLACED WITHIN LOUDOUN WATER’S EASEMENTS.

e FENCING

e TREES

¢ INSTALLATION OF ANY STRUCTURE OR EQUIPMENT THAT IS ANCILLARY TO A UTILITY, SUCH AS
TRANSFORMERS, VAULTS, MANHOLES, OR CABINETS; REGARDLESS OF WHETHER THE UTILITY IS PERMITTED
TO CROSS THE EASEMENTS

e INSTALLATION OF PARALLEL UTILITY LINES

e RETAINING WALLS AND COMPONENTS ANCILLARY TO RETAINING WALLS

24. WHERE FENCES CROSS LOUDOUN WATER EASEMENTS, FENCE POSTS SHALL BE LOCATED TO THE LIMITS

OF THE EASEMENT AND AVOID CONFLICT WITH THE PIPE LOCATION. ALL FENCE POSTS SHALL BE PLACED
OUTSIDE LOUDOUN WATER EASEMENTS UNLESS GRANTED LOUDOUN WATER’S PRIOR WRITTEN PERMISSION.

25. INSTALLATION OF FACILITIES SUBJECT TO INSPECTION BY LOUDOUN WATER MUST MEET ALL STANDARDS

AND PASS TESTING AS REQUIRED IN LOUDOUN WATER’S ENGINEERING DESIGN MANUAL AND/OR GUIDANCE
DOCUMENTS. FAILED INSPECTIONS ARE TO BE REWORKED OR REPLACED WITH NEW UNTIL A PASSING

INSPECTION/RESULT IS OBTAINED TO THE FULL SATISFACTION OF LOUDOUN WATER. REPAIRS,
SUPPLEMENTING OR MANIPULATION OF THE ORIGINAL MATERIALS INSTALLED TO OBTAIN A PASSING

INSPECTION/RESULT IS NOT PERMITTED AND WILL BE REQUIRED TO BE REPLACED WITH NEW.
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CONFORMING TO VDOT ROAD AND BRIDGE SPECIFICATION

NOTES:

1. MINIMUM TRENCH WIDTH IN SOIL FOR LINES 16"¢ AND SMALLER: PIPE DIAMETER +12”
MINIMUM TRENCH WIDTH IN SOIL FOR LINES LARGER THAN 1672: PIPE DIAMETER +18”"
MINIMUM TRENCH WIDTH IN ROCK: PIPE DIAMETER +48”

2. FOR PIPES OF 30"¢ AND GREATER OR OF A MATERIAL NOT LISTED ABOVE, SPECIFICATIONS SHALL
BE MADE ON A PROJECT SPECIFIC BASIS, BUT SHALL BE NO LESS THAN THE ABOVE.

3. PLACE UTILITY MARKING TAPE. ADD MARKING TAPE WITH TEXT IDENTIFYING PIPE JOINTS AS

RESTRAINED, WHERE ABOVE RESTRAINED JOINT PIPING SYSTEM OR PIPE JOINTS WITH LOCKING
GASKETS.

4. ADD TRACER WIRE FOR PRESSURIZED PVC OR PE LINES, AND FOR ALL SANITARY LATERALS.
FOR 12"¢ PIPE AND LARGER, AFFIX TRACER WIRE TO PIPE ON CENTER LINE.

5. ENCASEMENT:
A) BEGIN AND END ENCASEMENT AT A PIPE JOINT.
B) CONCRETE TO BE CLASS A3 PER APPROVED MATERIALS LIST (3000 PSI).
C) BUOYANCY CALCULATIONS REQUIRED FOR PIPES LARGER THAN 12" OR IF ENCASEMENT IS
TO BE LONGER THAN 60°.

6. ALL REINFORCEMENT TO HAVE MINIMUM 2" CONCRETE COVER.

7. ROCK MATERIALS USED FOR BACKFILL SHALL BE NO LONGER THAN 4 INCHES IN GREATEST
DIMENSION, AND SHALL NOT BE PLACED WITHIN 12 INCHES OF THE INSTALLED PIPE IN ANY
DIRECTION.

TRENCH WIDTH MARKING TAPE—SEE NOTE 3
SEE NOTE 1 MARKING TAPE—SEE NOTE 3 o TRACER WIRE—SEE NOTE 4
TRACER WIRE—SEE NOTE 4 1-0
MINIMUM
COMPACTED
' COMPAGTED ] |- BACKFILL PER EDM
2 BT : REQUIREMENTS
X <’ BACKFILL PER EDM N800 *
REQUIREMENTS e i sy
? oo ek 10
/ N S L
BEDDING ,}_./ "o, *
4l 4 > EXCAVATION
MINIMUM 2 S * WALL 1® o *
% bﬁ 6""MINIMUM IN SOIL ‘ RZ1°0” MINIMUM
\ T 10" MINIMUM IN ROCK  RORZ 0l R
PIPE BEDDING COMPETENT SUBGRADE ENCASEMENT 44 REBAR @
TYPE OF LINE BEDDING MATERIAL* 127 EACH WAY
. 5 oR 78 COMPACTED, SELECT
4°9-24”9 PVC AND DUCTILE IRON BACKFILL (IF FORMED)
OR CONCRETE FULL
1 1/4” — 3" PVC AND HDPE 68, 78 OR 8 WIDTH OF TRENCH
COPPER TUBING 68, 78 OR 8
X

N
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COMPETENT SOIL o0, 45, 22 %
SEE NOTE 5 Su OR 11 J& BEND
PLAN PLAN
SEE G—8 FOR DIMENSIONS SEE G—8 FOR DIMENSIONS
HEIGHT ABOVE
CENTERLINE
IS % OF THE
H DIMENSION
BEDDING
SECTION
SEE G—8 FOR DIMENSIONS

NOTES:

1. WRAP FITTING WITH POLYETHYLENE SHEETING. PROVIDE FORM WORK FOR ALL BLOCKS.
PRIOR TO BACKFILL, FORMS MUST BE STRIPPED AND BLOCKING INSPECTED.

2. CONCRETE TO BE CLASS B2 (2200 PSI) OR BETTER. CONCRETE POURS ARE TO BE
MONOLITHIC.

3. BLOCKING MUST NOT OBSTRUCT ACCESS TO MECHANICAL JOINT ASSEMBLY.

4. AT TEE USE DIMENSIONS FOR DEAD END OF SAME DIAMETER AS BRANCH OF TEE.

5. SEE G—8 FOR DIMENSIONS. TABLE IS BASED ON R=2PAsin(#/2), A SOIL BEARING OF
3000 PSF, A TEST PRESSURE OF 150 PSI, AND A SAFETY FACTOR OF 1.5. INCREASE
BLOCKING DIMENSIONS AS REQUIRED IN SOILS WITH LOWER BEARING VALUES.

6. FOR FITTINGS LARGER THAN 24", BLOCKING SHALL BE DESIGNED ON PROJECT SPECIFIC
BASIS.
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MINIMUM DIMENSIONS (FEET)
F?'ZEHSEZ)E BEND W H D
DEAD END/TEE 1.75 | 125 | 1.0
90 2 1.5 1.0
6 45 1.75 | 1.0 1.0
22 %/11 Y 1.25 | .75 1.0
DEAD END/TEE 225 | 1.75 | 1.25
90 275 | 2.0 | 1.25
8 45 225 | 1.25 | 1.0
22 %/11 % 1.5 1.0 1.0
DEAD END/TEE 3.0 20 | 1.75
90 3.0 | 275 | 1.75
10 45 225 | 2.0 | 1.25
22 %/11 Y% 1.75 | 1.5 1.0
DEAD END/TEE 3.5 25 | 1.75
90 375 | 30 | 1.75
12 45 3.0 | 225 | 1.25
22 %/11 Y 20 | 1.75 | 1.0
DEAD END/TEE 40 | 375 | 2.0
90 50 | 425 | 2.0
16 45 4.0 3.0 1.5
22 %/11 Y 3.0 20 | 1.25
DEAD END/TEE 5.5 45 | 25
90 65 | 525 | 2.5
20 45 525 | 35 | 1.75
22 %/11 % 375 | 2.5 1.5
DEAD END/TEE 625 | 55 | 3.0
90 8.0 6.0 3.0
24 45 6.5 40 | 25
22 %/11 Y 4.0 3.5 1.5

OCT.
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RESTRAINING GLAND

THRUST —

. /—RESTRAINING GLAND

UNDISTURBED EARTH

£ S-4-NO. 6 ABOVE PIPE

B TRENCH B
MIN.| .~ WALLS MIN.
\
\
)

/4—NO. 6 DIAGONAL

3—NO. 6 EACH SIDE

\L|/—4-—NO. 6 BELOW PIPE

Oé / \X/
WA I
TN
===
alE miiZ
S N RN
SECTION
NOTES:

1.

© o

RS

N

MINIMUM

ELEVATION

ANCHOR SCHEDULE
MINIMUM DIMENSIONS (FT)
LINE
size| B C D

6 1.0 |15 | 1.0

8 1.0 | 1.5 | 1.0

10'] 1.0 | 1.5 | 1.0
1271125 | 1.5 _11.25

DIMENSIONS "B" & ”"D” ARE MINIMUM VALUES FOR BEARING IN EARTH. BEARING

AREA IS BASED ON 150 PSI TEST PRESSURE, A SOIL BEARING OF 3000 PSF, AND A SAFETY

FACTOR OF 1.5.

INCREASE BLOCKING DIMENSIONS AS REQUIRED IN SOILS WITH LOWER

BEARING VALUES.

WHERE ANCHOR IS BEING CAST ON EXISTING MAIN, USE RESTRAINING GLANDS FOR MID—SPAN

APPLICATIONS.

MAINTAIN MINIMUM 1.5" CLEARANCE BETWEEN PIPE AND REBAR.

OTHER SPLIT GLANDS PROHIBITED.

REQUIRED ON ALL REBAR.

CONCRETE TO BE CLASS A3 (3000 PSI).

1" MINIMUM CONCRETE COVER

ANCHOR MUST BE MONOLITHIC (SINGLE POUR).

PRIOR TO PLACING CONCRETE, FORMS, GLAND, AND REINFORCMENT MUST BE APPROVED.
PRIOR TO BACKFILL, BLOCKING MUST BE INSPECTED AND APPROVED.

N
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— PIPE JOINT OR

BLOW—OFF ASSEMBLY

1. DIMENSIONS "B” & "D”" ARE MINIMUM VALUES FOR BEARING IN EARTH. BEARING

AREA IS BASED ON 150 PSI TEST PRESSURE, A SOIL BEARING OF 3000 PSF, AND A SAFETY

FACTOR OF 1.5.
BEARING VALUES.

2. WHERE ANCHOR IS BEING CAST ON EXISTING MAIN, USE RESTRAINING GLANDS FOR MID—SPAN
OTHER SPLIT GLANDS PROHIBITED.

3. MAINTAIN MINIMUM 1.5" CLEARANCE BETWEEN PIPE AND REBAR.

APPLICATIONS.

INCREASE BLOCKING DIMENSIONS AS REQUIRED IN SOILS WITH LOWER

REQUIRED ON ALL REBAR.

CONCRETE TO BE

o0

CLASS A3 (3000 PSI).

1))

MINIMUM CONCRETE COVER

DUCTILE IRON PIPELINE
BLOCKING SHALL
BEAR AGAINST ‘ 2 RESTRAINING GLANDS OR
%| UNDISTURBED % FACTORY APPLIED THRUST
I EARTH~\ q  |THRUST| R COLLAR
a
‘ e Reeet=EEE MG B0WY A
N <Lt a4, = Y e
N N
> B MIN ANCHOR SCHEDULE
B MIN — MINIMUM DIMENSIONS (FT)
A TRENCH % LINE SIZE| B c D
TRENCH WALL Lk 16" 1.75 | 2.0 | 1.5
4—#6 REBAR ABOVE — 20 20 | 25 | 20
PIPE (EACH MAT) ﬁ g 24" 30 | 25 | 20
’ , 30" AND LARGER REQUIRES PROJECT SPECIFIC DESIGN
ENNNNNAY % A
~— N N7 7 46 REBAR @ 12" ON
C MIN. A I E— Z 5 EACH SIDE OF PIPE
N / A/_(EACH MAT)
46 @12 — R4 _——#6 REBAR DIAGONAL
(EACH MAT) (EACH MAT)
ya L ] AN [
1D MIN. / X —,
N N N K N\ K
4—#6 REBAR BELOW
NOTES. SECTION PIPE (EACH MAT)

ANCHOR MUST BE MONOLITHIC (SINGLE POUR).
PRIOR TO PLACING CONCRETE, FORMS, GLAND, AND REINFORCMENT MUST BE APPROVED.
PRIOR TO BACKFILL, BLOCKING MUST BE INSPECTED AND APPROVED.

OCT.
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MINIMUM
COVER &
- SPECIFY LENGTH OF . SPECIFY LENGTH OF -
o RESTRAINED JOINTS D RESTRAINED JOINTS
THRUST
%,
A
<
»

WHERE MINIMUM LENGTH
OF RESTRAINED JOINTS
CANNOT BE ACHIEVED,
INSTALL LINE ANCHOR.

CONCRETE THRUST BLOCK

NOTES:

1. RESTRAIN ALL JOINTS FOR THE SPECIFIED DIMENSIONS IN BOTH DIRECTIONS FROM THE BENDS.
BENDS SHALL BE RESTRAINED TO THE ADJACENT PIECES OF PIPE. JOINT TYPES SHALL BE
ONE OF THE FOLLOWING:

16" & LARGER

APPROVED RESTRAINED JOINT PIPING SYSTEM AND APPROVED RESTRAINING GLAND AT
FITTINGS.

12" & SMALLER

A) RESTRAINED JOINT PIPING SYSTEM SPECIFIED FOR THE PARTICULAR INSTALLATION.
B) FIELD LOK ® GASKET IN PUSH—ON JOINTS.

C) AMERICAN FASTGRIP ® IN PUSH—ON JOINTS.

D) APPROVED RESTRAINING GLAND AT FITTINGS.

OCT,
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ROAD SURFACE —~_

48" MINIMUM
OR AS REQUIRED

BY VDOT PERMIT. %1” CLEARANCE SEE NOTE 4

STEEL CASING

BEDDING
SEE NOTE 8 RESTRAINED
\ JOINT PIPING SYSTEM
] _— CASING SPACER
MINIMUM \ vy
PIPE SIZE | CASING
SIZE RS 5 i
5" 16" 2” WEEP HOLE IN
8 207 5 MASONRY END SEAL
101{312 %g" ELEVATION STEEL CASING
%2" 22,, /_ MARKER BALLS TO BE
o 5 ADDED TO EACH END

NO

RN =

o

CARRIER PIPE IS NOT
INSTALLED WITH CASING

MINIMUM 3 CASING l; » \MASONFSY END SEAL
SPACERS PER PIPE SECTION 8 WITH 27 WEEP HOLE

SECTION

<6” 54" gg\ ,_l E% OF CASING WHEN

TES:

MATERIALS SUBMITTAL REQUIRED FOR CASING PIPE, CARRIER PIPE, AND SPACERS.

SEE LOUDOUN WATER’S APPROVED MATERIALS LIST FOR CASING AND SPACER REQUIREMENTS.
CARRIER PIPE WITHIN CASING TO BE A RESTRAINED JOINT PIPING SYSTEM.

SPACERS SHALL PLACE THE CARRIER PIPE IN THE CENTERED AND RESTRAINED POSITION.
CONSULT THE MANUFACTURER OF THE CARRIER AS TO WHETHER PIPE SHOULD BE PUSHED OR
PULLED THROUGH CASING. INSTALLATION SHALL CONFORM TO MANUFACTURER’S
RECOMMENDATION FOR THE TYPE OF JOINT EMPLOYED.

FOR CASINGS 48" AND LARGER, WELD A RUNNER IN THE BOTTOM OF THE CASING TO PREVENT
THE CARRIER PIPE FROM SPINNING DURING INSTALLATION.

FOR GRAVITY SEWER INSTALLATIONS, FILL ANNULAR SPACE WITH GROUT. FOR ALL OTHER
INSTALLATIONS, LEAVE ANNULAR SPACE EMPTY.

FOR CASING INSTALLED BY OPEN CUT, PROVIDE #57 STONE BEDDING, EXTENDING TO SPRING LINE
OF CASING.

. AS DETERMINED BY LOUDOUN WATER, TWO 4—INCH SCH 40 PVC CONDUITS SHALL BE INSTALLED

THROUGH THE CASING. CONDUIT PIPE TO HAVE REMOVABLE END CAPS IF NOT IN USE.

L
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NEW SURFACE COURSE MILL TO JOINT
TR - Alf,/r_* e
\  NEW BASE ASPHALT [EXISTING BASE ASPHALT
EXISTING SUBBASE
RN % NEW SUBBASE RO R R R RN,
R 7757757 IR |7
17 e EXTEND NEW
“ SUBBASE 1’ MINIMUM
s BEYOND TRENCH
% BACKFILL WITH MINIMUM 95%
| COMPACTION PER VDOT
73 TESTING PROCEDURES (VTM1)
12%8!
2z BEDDING MATERIAL
XX
THICKNESS MATERIAL*
SURFACE ASPHALT 1.5” SM9.5
BASE ASPHALT 1.5 x EXISTING OR 6" MAX. BM25d
SUBBASE 1.5 x EXISTING OR 12" MAX.[TYPE | 21A OR 21B
BACKFILL SELECT MATERIAL
* IN ACCORDANCE WITH VDOT'S ROAD AND BRIDGE SPECIFICATIONS
NOTES:
1. THIS FIGURE IS NOT FOR USE WITHIN PUBLIC RIGHTS OF WAY.
2. EXTEND LIMITS OF PATCH SO AS TO REPLACE ALL PAVEMENT DAMAGED BY THE PIPE
INSTALLATION.
3. ALL CUT OR BROKEN EDGES SHALL BE TRIMMED TO NEAT AND STRAIGHT LINES. APPLY TACK
COAT OF RC—-250 AT A RATE OF 0.1 GALLON PER SQUARE YARD BEFORE PLACING PLANT MIX]
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LOUDOUN ﬁ WATER

f
ST RR 127 MINIMUM
NS S SEE NOTE 1 % \
S S, %@@ KKK
.4‘; ';4 ..‘
. . 4.
o _<.. M\
< 4 . 4 -
ST L/
4.,44 "4.’4
RRRRRR BEEEERT I 12" MINIMUM SRR
e RR SEE NOTE 1
a  ag oA Y
MANAVARVAVANANVA
PLAN
18 —__CLASS B2 CONCRETE COLLAR
(NO REINFORCEMENT)
I SEE NOTE 3
T )
12| e 40" MINIMUM
4 4 .-4.'.1 -
. oA
? LA 3
OROGOFOFIOTH ¢ "u+  FOBOSOB0805050
29e0-0-0. 0 C RN
K 2+ RS2 MiNimum A
SRR T SEE NOTE 1
BEDDING RRRIRIR
.\A RS RS RS R
SECTION
NOTES:
1. EXTEND COLLAR INTO UNDISTURBED TRENCH WALL, UNDISTURBED TRENCH BOTTOM, OR
STRUCTURAL FILL.
2. PROVIDE FORMS ADEQUATE TO PREVENT COLLAR FROM BEING OVERSIZED.
3. CONCRETE COLLAR TO BE USED WITH ALL PVC PIPELINES. FOR DUCTILE IRON AND CONCRETE
PIPELINES, CLAY COLLAR MAY BE USED AND COLLAR DIMENSIONS MAY BE INCREASED.

\u
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LOUDOUN @ WATER

f
TYPE OF DECALS
UTILITY PIPE POST (3 PER POST)
IRON 78" BLUE MARKER SD—7443K
WATER 54" BLUE TRACER PEDESTAL
NON=METALLIC| = s o UE MARKER SD—7443K
IRON 78" PURPLE MARKER SD-7617K
RECLAIMED ;
54" PURPLE TRACER PEDESTAL
WATER - -
NON—METALLIC| ™ s O URPLE. MARKER SD-7617K
GRAVITY SEWER [ ALL TYPES 78" GREEN MARKER SD—7442K
IRON 78" GREEN MARKER SD—7441K
PRESSURIZED ;
54" GREEN TRACER PEDESTAL
SEWER - -
NON—METALLIC| " | 2% CREEN. MARKER SD-7441K
TRACER PEDESTAL
(TWO WIRE TERMINALS
LOCATED UNDER CAP)
INSTALL MARKER DIRECTLY ABOVE THE PIPE.
CALL VAB11 FOR MARKING OF PIPELINE AS BASIS
OF INSTALLATION.
NOTES:

1. MARKER POSTS TO BE TRIVIEW BY RHINO MARKING
AND PROTECTION SYSTEMS.

2. TRACER PEDESTALS TO BE TRIVIEW FLEX TEST
STATION BY RHINO MARKING AND PROTECTION
SYSTEMS OR FLUSH MOUNT VALVCO TWAB WHERE
POST NOT APPLICABLE.

3. MARKER POSTS TO BE SPACED AT INTERVALS OF
300°-500', AT MANHOLES, VALVES, AND CHANGES

LINE—OF —SIGHT.
4, TRACER WIRE TO BE #12 SOLID COPPER WITH 45 BURY 18
MIL POLYETHYLENE INSULATION. NO SPLICES.
a. ACCESS TO TRACER WIRE TO BE PROVIDED
EVERY 300°-500’. MAFS;ELT ©
b. ADD MARKER BALL AT ALL TRACER WIRE
ACCESS POINTS.
5. TYPICALLY 4"—12". FOR PIPES 12"¢ AND SEE NOTE 6

IN' DIRECTION, TO ACCOMPLISH A CONTINUOUS 7\2\(\\/,\/\\5{7/@ RURRR AR

N

TRACER WIRE
SEE NOTE &

6. WHERE MARKER POST/TRACER PEDESTAL IS NOT

LARGER, AFFIX WIRE TO PIPE ON CENTER LINE. ? *
FEASIBLE, ACCESS BOX AT GRADE SHALL BE

;

USED. SEE LOUDOUN WATER DETAIL CP—XX.

N

OCT MARKER POSTS AND TRACER
2024 PEDESTALS

G—16
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LOUDOUN [ WATER

4

a4 ¢

. CL e .4 L. . . e . e :
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17=0"[.I';

©
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MIN.

1 1=H

|

|

¢
MIN. [ [

'

Lo

L&

FLANGE ADAPTER,

FUTURE
METER

S

FLANGE x MJ COUPLING, E
OR DISMANTLING JOINT w
AS SPECIFIED ON PLANS _~_"|

BY SIGMA
OR
APPROVED
EQUAL

U E—

1 '—O"

TMIN. |

JOINT TO

VENT IF
SPECIFIED
ON PLANS

HAVE BUTYL

RUBBER
SEALANT

OMNI-SLEEVE

6’—6”
MIN.

1

]

mn

2’—6" OR AS
SPECIFIED ON

e

FUTURE
METER

: N B
7 e
s

a

.

[+ g
.. ..
P

4 S
ool
D

_—JOINT WRAP

SEE G-21

1" #57

NOTE:
SEE G—21 FOR VAULT

SECTION

MNI—SLEEVEm

INTERLOCKING
JOINT (TYP.)

N

\

OCT
2024

VAULT FEATURES




LOUDOUN @ WATER

a N
1/8—INCH STAINLESS STEEL INSECT SCREEN
IN SANITARY SEWER APPLICATIONS
6” WELDED SCHEDULE 40 STEEL
PIPE WITH EPOXY PAINT
[—
FLANGED -
CONNECTION
\ | \ \
| | | |
VENTS

NOTES: -

1. LOUDOUN WATER APPROVED SHOP DRAWING REQUIRED FOR ALL FABRICATIONS. SEE
APPROVED MATERIALS LIST FOR ADDITIONAL REQUIREMENTS.

2. INCORPORATE VENT AS DIRECTED BY LOUDOUN WATER.

3. SLOPE FLOOR TO SUMP.

4. SUPPORT PIPING WITH STEEL PIPE STANDS OR CONCRETE PIERS.

5. PAINT PIPING IF SO DIRECTED BY LOUDOUN WATER.

6. FOR ALL UNDERGROUND STRUCTURES WHERE ENTRY IS BY ACCESS DOOR AND LADDER,
INCORPORATE SAFETY FEATURES AS FOLLOWS.

A) PROVIDE GRAB BAR WHERE POSSIBLE. WHERE SITE CONSTRAINTS PROHIBIT THE USE OF A
GRAB BAR, INSTALL A LADDER MOUNTED SAFETY POST. SEE G-23.

B) AT STRUCTURES OF 10’ OR GREATER DEPTH IN THE WATER SYSTEM, PROVIDE FALL ARREST.
THIS MAY BE BY THE MILLER DURAHOIST™ SYSTEM OR BY THE MILLER VI-GO™ |LADDER
MOUNTED CABLE SYSTEM. FOR DURAHOIST™, INSTALL DAVIT BASE, POISTIONED TO ALLOW DAVIT
LINE TO BE CENTERED OVER LADDER. FOR VI-GO™, PROVIDE TWO CABLE SLEEVES.

C) AT STRUCTURES IN WASTEWATER COLLECTION OR TREATMENT SYSTEM MAKE PROVISIONS
FOR RETRIEVAL. LOUDOUN WATER USES THE DURAHOIST™ SYSTEM BY MILLER FALL
PROTECTION. IF THE STRUCTURE IS AT A STATION OR FACILITY WITH APPROPRIATE

STORAGE, PROVIDE THE DURAHOIST™ MIGHTEVAC™ SRL WITH EMERGENCY RETRIEVAL HOIST.

7. FINAL GRADING AROUND VAULT SHALL PROVIDE POSITIVE AWAY FROM ACCESS DOOR HATCH
COVER.

8. EXTERIOR OF VAULT SHALL BE COATED WITH BITUMASTIC SEALER.

9. INTERIOR WALLS OF THE VAULT SHALL BE COATED WITH WHITE DRYLOCK.

10. CONTRACTOR TO COORDINATE EXTENSION OF ELECTRIC SERVICE TO VAULT WITH OWNER.
LOUDOUN WATER PRV VAULTS TO HAVE SEPARATE ELECTRIC SERVICE IN LOUDOUN WATER’S
NAME.

11. AFTER WALL SLEEVES HAVE BEEN CAST INTO STRUCTURE AND WIRES HAVE BEEN INSTALLED,
ALL VOIDS AROUND SLEEVES SHALL BE FILLED WITH REVERE NEO—SEAL COATING (NO B24700).
IF A CORE IS NECESSARY IN THE FIELD, A FLEXIBLE MANHOLE BOOT IS REQUIRED TO BE
INSTALLED.

12. ALL VAULTS TO HAVE A SUMP PUMP. SUMP PUMP SHALL NOT DRAIN TO SANITARY SEWER.
SUMP PUMP TO BE PROVIDED BY THE CONTRACTOR.

OCT
VAULT NOTES GCG—21
2024

2
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LOUDOUN @ WATER

7

TOP OF STRUCTURE

STANDOFF

7" MIN. 16
- ‘ MIN.
B 8"_12"
O] T =(»
- o
—
EXTRUDED
ALUMINUM g
\ =
(o] I—_— E‘
0
(=] —
°| NO SLIP TREAD
ALUMINUM LADDER
J RUNG WELDED TO \bee_| _
RAILS -

MOUNTS (TYP.)

FLOOR
MOUNTS

APR.
2017

VAULT LADDER

o




LOUDOUN  WATER

f 1'-0 2'-0 1'-0" A N
1 1/2” 0.D. ASTM B221 o
1'-9” 6063—T6 ALUMINUM CLEAR !
ANODIZED PIPE, ALL WELDED T
. yd W/ 4043 FILLER ALLOY i <
b 2 2 b
1 4°X4" ALUMINUM ANGLE N
- / (4'=0" LONG, 1/4" THICK) - XGRAB BAR
— TOOL EDGE OF CONCRETE < 4" HATCH
B AS REQUIRED TO ACCOMODATE of W
;i / ANGLE “FILLET I S 2 1/2"
— | — ~
N 1/2”¢ S.S. WEDGE T s v e
o) TYPE CONCRETE ANCHOR. ALl
-‘I_ ANCHOR ROD TO BE FLUSH
th ch ch ch W/ TOP OF NUT
D q D ({
e o e e
— 6" <1—_3—>46’T<1—_3—>46” |— OR
LADDER
.\ VAULT . SECTION
ELEVATION GRAB BAR
PULL UP
LOOP ™
TELESCOPING
LADDER
SAFETY
POST
NOTES:
1. HATCH TO OPEN AWAY FROM
GRAB BAR OR SAFETY POST.
2. CENTER GRAB BAR OR SAFETY
POST ON CENTER OF LADDER.
SAFETY POST MAY BE OFFSET
WHEN USED WITH MILLER
VI-GO™ SYSTEM. Lock uP |||
BRACKET ]
SAFETY POST
& J




LOUDOUN @ WATER

2
3
4.
5
6

REMOTE METER REGISTER

24x24x12 WEATHERPROOF
3 OR 3R NEMA RATING ENCLOSURE

JUNCTION BOX INSIDE ENCLOSURE
OR MOUNTED UNDER ENCLOSURE
ON STEEL CHANNEL

2” @ METER HARNESS & GROUND 103

DEDICATED 120 VAC
CIRCUIT TO VAULT FOR T
SUMP PUMP

—~
BN
N

.\
EaS

SURGE PROTECTION

G

©®

e

L—120V 20 AMP DUPLEX
GFl RECEPTACLE FOR
REGISTER

L—DEDICATED 120 VAC
CIRCUIT TIED TO BUILDING
BACKUP POWER SUPPLY

GROUND LUG

_ﬁg CUSTOMER COMM.

I~

T

i
o

U

\

120 VOLT TO SUMP

PUMP RECEPTACLE

)L

(SEE NOTE 2)

METER HARNESS

AWG #12
GROUND WIRE

,\<k

L———2" @ 120V TO
RECEPTACLE

- STEEL CHANNEL

T/' GROUND ROD

— SWEEP ELBOW

(2) 120 VOLT 20 AMP
CIRCUITS FROM
CUSTOMER’S BUILDING

,

p

METER

5" MIN.

NOTES:
1.

CONDUIT TO BE PVC SCHEDULE 40.

™—SEE NOTE 4

/
\
CUSTOMER’S

DATA WIRES

CONTINUE CIRCUIT TO GFI DUPLEX RECEPTACLE. SEE W-29 OR R—-13 FOR

LOCATION OF RECEPTACLE.

METER, METER HARNESS, AND CONVERTER ARE SUPPLIED BY LOUDOUN WATER

FOR INSTALLATION BY CONTRACTOR.

MUST BE WATERPROOF. MINIMUM 5’ FROM BOTTOM; MULTIPLE BOXES ALLOWED.

JUNCTION BOX ALLOWED IF NECESSARY.

SURGE PROTECTION SHALL BE PROVIDED BETWEEN GFCI RECEPTACLE AND METER

REGISTER.

REFER TO INDOOR METER NOTES W-34 FOR ADDITIONAL INFORMATION.

N

\

2024

OCT

ELECTRONICS
AT MAGNETIC METER

Y




LOUDOUN ® WATER

‘, @ 5—7/8”
/ TOP VIEW
18"x18"x6” ”
CLASS A3 5/16
CONCRETE PAD
5.3”
0.D. LUGS FOR | |
18” LOCKING
CAPS |Nl/r|: |
COLLAR »
2—7/8
4—1/2"
r—
| SIDE VIEW
6%
“ " ; INSTALL MARKER
7-3/8 BALL NEXT TO TEST
STATION
SIDE VIEW

TEST BOX BODY

NOTES:

1. TO BE USED ONLY WHERE TRACER WIRE ACCESS BOX BY PEDESTAL IS NOT FEASIBLE.

2. CONCRETE PAD NOT REQUIRED IN PAVEMENT.

3. WIRE SHOULD BE LOOPED INSIDE ACCESS BOX WITH 2° OF SLACK AND REMAIN CONTINUOUS
EACH DIRECTION.

4. MARKER BALL TO BE 18" DEEP AND 6" OUTSIDE TO OUTSIDE HORIZONTAL SEPARATION
FROM POST.

L

OCT TRACER WIRE ACCESS BY BOX G—25
2024 AT GRADE




LOUDOUN & WATER

7 A
L = LENGTH OF PIPE SECTION
L
STORM SEWERj L/2
PROP. PIER
‘"
6 I —
1 & PIER AT NEAREST
= JOINT — EACH SIDE
“SANITARY SEWER OR WATER
PIER TO EXTEND TO
BOTTOM ELEVATION oF  MIN- (TYP.) oo FER
PIPE BEING CROSSED
STORM SEWER
PROP. PIER \6" T/ SANITARY SEWER
e N A /_ OR WATER
e i le;g
NOTES:
1. PIER ONLY WHEN A LARGE DIAMETER PIPE (48" OR LARGER) CROSSES OVER THE OTHER
UTILITY WITH A VERTICAL CLEARANCE OF LESS THAN 18" OR AT THE DISCRETION OF LOUDOUN
WATER.
2. PIER TO BE BUILT ON UNDISTURBED EARTH. CONCRETE TO BE CLASS "A3".
3. NO STORM JOINTS ARE PERMITTED BETWEEN THE CONCRETE PIERS.
4. DETAIL ONLY TO BE USED AT THE DIRECTION OF LOUDOUN WATER WHEN ACCEPTABLE
CLEARANCE CANNOT BE OBTAINED.
5004 CONCRETE PIER G—26
\\ )




LOUDOUN & WATER

e 3
PIPE, FITTING,
VALVE, VALVE
BONNET OR
HYDRANT
MECHANICAL JOINT
NOTES:
1. APPLY PRIMER, WAX TAPE, AND OUTER WRAP IN ACCORDANCE WITH MANUFACTURER’S
INSTRUCTIONS AND RECOMMENDATIONS. PROFILING MASTIC NOT REQUIRED.
OCT C_07
COATING OF MECHANICAL JOINTS -
2024
\ J




